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DATE OF THIS VERSION (new) 

December 1, 2012   

 

TITLE OF DOCUMENT (new title if applicable): 

Pad-Mounted, Liquid Filled, Medium-Voltage Transformers, 26 12 19   

 

DATE OF VERSION BEING SUPERSEDED (old):   

September 1, 2010   

 

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):   

Pad-Mounted, Liquid Filled, Medium-Voltage Transformers, 26 12 19   

 

SUMMARY OF CHANGES IN THIS VERSION:   

1. Added reference to spec. section 03 30 00 under Article 1.2 Related Work. 
2. Added reference to publication documents IEEE C57.12.10-11 and C57-12.90-10. 
3. Updated publications for ANSI, IEEE, NEMA and NFPA under Article 1.6 Applicable 

Publications to reflect latest publication year. 
4. Revision included to allow specification writer to specify either zinc-plated or cadmium-

plated steel bolts, nuts and washers. See Article 2.2 Compartments. 
5. Revision included to allow an option of primary fuse assembly to be a combination of 

externally replaceable Bay-O-Net liquid immersed fuses in series with liquid immersed 
current-limiting fuse.   

 


