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DATE OF THIS VERSION (new) 

December 1, 2012   

 

TITLE OF DOCUMENT (new title if applicable): 

Isolated Power Systems, 26 20 11   

 

DATE OF VERSION BEING SUPERSEDED (old):   

September 1, 2010   

 

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):   

Isolated Power Systems, 26 20 11   

 

SUMMARY OF CHANGES IN THIS VERSION:   

1. Updated publications for NFPA and UL under Article 1.5 Applicable Publications to 
reflect latest publication year. 

2. Added requirement for remote line isolation monitors under Article 2.1 Equipment 
3. Added requirement for a printed schedule of circuits for each isolated power unit. See 

Article 3.1 Installation. 
4. Added requirement for repair of defects at no cost to tne government. See Article 3.2 

Acceptance Checks and Tests 

 


