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DATE OF THIS VERSION (new) 

December 1, 2012   

 

TITLE OF DOCUMENT (new title if applicable): 

Engine Generators, 26 32 13   

 

DATE OF VERSION BEING SUPERSEDED (old):   

September 1, 2010   

 

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):   

Engine Generators, 26 32 13   

 

SUMMARY OF CHANGES IN THIS VERSION:   

1. Added reference to spec. sections 03 30 00 and 26 05 13 under Article 1.2 Related Work 
2. Updated publications for ANSI, ASTM, NEMA, NFPA and UL under Article 1.8 Applicable 

Publications to reflect latest publication year. 
3. Added reference to publication documents: (Under Article 1.8 Applicable Publications) 

IBC-12 
UL 467-07, 489-09, 508-99, 891-05, 1236-06 

4. Added Load Test requirement under Article 1.4 Factory Test. 
5. Added subparagraph “F” with requirement for terminations for neutral and equipment 

grounding conductors under Article 2.12 Generator Overcurrent and Fault Protection. 
6. Edited subparagraph “F” Field Test to be in line with industry standards. See Article 3.2 

Acceptance Checks and Tests 

 


