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DATE OF THIS VERSION (new) 

December 1, 2012   

 

TITLE OF DOCUMENT (new title if applicable): 

Transient-Voltage Surge Suppression, 26 43 13   

 

DATE OF VERSION BEING SUPERSEDED (old):   

April 1, 2009   

 

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):   

Transient-Voltage Surge Suppression, 26 43 13   

 

SUMMARY OF CHANGES IN THIS VERSION:   

1. Replaced old title “Transient-Voltage Surge Suppression” with new title “Surge 
Protective Devices”   

2. Updated publications for IEEE and UL under Article 1.5 Applicable Publications to reflect 
latest publication year. 

3. Added reference to publication document NFPA 70-11 under Article 1.5 Applicable 
Publications. 

4. Edited requirements for Article 2.2 Panelboard TVSS. 
5. Edited requirements under Article 3.1 Installation to require switchgear, switchboard or 

panelboard manufacturers to install TVSS at the factory. 
6. Edited requirements for Article 3.3 Follow-up Verification 

 


