
TERMINAL UNIT SYMBOLS

2'x4' RADIANT CEILING PANEL

2'x2' RADIANT CEILING PANEL

AIR CURTAIN

A
PTAC

A TWU

THRU WALL AIR CONDITIONING UNIT.

UNIT.  LETTER INDICATES UNIT SIZE.

WINDOW TYPE AIR CONDITIONING

LETTER INDICATES UNIT SIZE.

UNIT HEATER (VERTICAL)

UNIT HEATER (HORIZONTAL)

CONVECTOR OR RADIATOR (RECESSED)

LETTER INDICATES UNIT SIZE.

FLOOR MOUNTED VERTICAL CABINET FAN COIL UNIT.

FLOOR MOUNTED VERTICAL RECESSED FAN COIL UNIT.

LETTER INDICATES UNIT SIZE.

CONVECTOR OR RADIATOR (WALL HUNG)

A

FCU

FCU
A

INDICATES UNIT SIZE.

FLOOR MOUNTED HEAT PUMP. LETTER

PTAC
A
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