PIPE ANCHOR

~NOTE a

SCHEDULE
D P C N BOLT PATTERN
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,I%” 38 %n 10 %n 6 4” 102 %n 13 H
D+1” INSULATE AS INDICATED FOR ALL
D+[25] CHILLED WATER. INSULATE PIPE
ONLY FOR STEAM & CONDENSATE
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D+1 1/2" D+2 1/2”
D+[38] D+[64]
D+3 3/4" D+4 3/4”
D+[95] | 1 D+[121] 1
NOTE:
a.WHERE USED FOR COPPER TUBE OR PIPE,
BRAZE TO FABRICATED STEEL ANCHOR
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