SUMMARY OF CHANGES IN THIS VERSION:

1. Added additional spec writer notes regarding Safe Drinking Water Act, domestic hot water systems, and booster pumps.
2. 1.2 – Updated specification sections with related work.
3. Changed 1.3 QUALITY ASSURANCE to 1.3 APPLICABLE PUBLICATIONS.
4. Updated 1.3 APPLICABLE PUBLICATIONS to include ASTM, IPC, and NSF.
5. Significantly updated 1.4 SUBMITTALS.
6. Changed 1.5 APPLICABLE PUBLICATIONS to 1.5 QUALITY ASSURANCE.
7. Significantly updated 1.5 QUALITY ASSURANCE to include Bio-Base Materials and Warranty information.
8. Added 1.6 As-Built Documentation.
9. Change 2.1 CIRCULATING PUMP to 2.1 MATERIALS.
10. Change 2.2 DOMESTIC WATER PRESSURE BOOSTER SYSTEM to 2.2 HOT WATER RECIRCULATING PUMP.
11. Significantly updated 2.2 HOT WATER RECIRCULATING PUMP adding additional information regarding Horizontal, Wet-Rotor Circulators, Horizontal, Permanently Lubricated Circulators, Horizontal, In-Line Pumps, Vertical, and In-Line Pumps.
12. Added 2.3 DOMESTIC WATER PRESSURE BOOSTER SYSTEM.
13. Significantly updated 2.3 DOMESTIC WATER PRESSURE BOOSTER SYSTEM adding additional information regarding Centrifugal Pumps, Vertical Multistage Pumps, Operating and Emergency Controls, and Factory Test.
14. Changed 3.1 TEST to 3.1 STARTUP AND TESTING
15. Updated 3.1 STARTUP AND TESTING
16. Added paragraph 3.2 COMMISSIONING
17. Added paragraph 3.3 DEMONSTRATION AND TRAINING