CONTROL VALVE BY MANUFACTURER STEAM
SUPPLY

OF BOOSTER HEATER.
FULL SIZE OF BOOSTER = E LPS OR MPS
HEATER INLET Q —H| lw
]
THERMOMETERW BOOSTER HEATER SEE
Iﬂ[ )/ EQUIPMENT SPECIFICATION
DHW

|
I

FLOAT AND THERMOSTATIC
TRAP ASSEMBLY |

12" MIN.

[300mm]
6
[150mm]

—

SCALE POCKET — |I

NOTES:
ALL STEAM BOOSTER HEATERS REQUIRED BY EQUIPMENT SPECIFICATION SHALL

BE PIPED AS SHOWN ABOVE.
2. SEE EQUIPMENT SPECIFICATION AND PLUMBING DRAWINGS FOR PIPING
CONNECTIONS.
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