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MINIMUM 16 GAGE GALVANIZED STEEL

PLATE 12"x48" [300x1200mm] MIN.
SECURED TO A MIN. 4 STUDS PER

LAVATORY

1/4" [6mm]∅ MOLLY BOLT HOLLOW
WALL ANCHOR (1 EA. SIDE OF LAV)

MIN. (3) 1/4" [6mm]
MACHINE BOLTS

W/DOUBLE LOCK
NUTS ON BACK SIDE

MIN. 5 1/4"
[131mm]∅ GALV.
MACHINE BOLTS

WELDED TO PLATE

1/4"
[6mm]

TYP. 1/8"
TYP. [3mm]

A A

PLAN

SECTION A

NOTE:

1.

2.

AT LAVS WITH FOOT PEDAL CONTROLS

PROVIDE AN ADDITIONAL 16 GAGE

GALVANIZED STEEL PLATE 12"x16"

[300x600mm] SECURED TO A MINIMUM OF
2 STUDS PER FOOT PEDAL.

PROVIDE 20 GAGE STUDS WHEN HEIGHT

EXCEEDS 12'-0" [3600mm]

STEEL HANGER BY LAV MFGR

STEEL WALL PLATE

WALL ANCHOR
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