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TO FLOOR SINK

1" CPVC PIPE

PIPE TAPPING

1" CPVC PIPE

TO CIRCULATING

PUMP

1" CPVC PIPE TAPPING

WITH NC SHUTOFF VALVE

PIPED TO DRAIN.

TAPPING AND

1" CPVC PIPE

LEVEL TRANSMITTER

2" NPT FOR CONTROL

STACK.  SEE DETAIL

CARBON

WATER 

SOV

1" CPVC PIPE RO SUPPLY

TO STEAM GENERATORS

1" CPVC PIPE RO RETURN

FROM RO DISTRIBUTION LINE

WATER

SOFTENER

CARBON

WATER 

TANK #1

SOFTENER

TANK #2

FROM WATER SOFTENER

TO CARBON FILTERS

1" CPVC

BRINE TANK

PIPE TO DRAIN

2" VENT

2" CPVC PIPE

PIPE TAPPING

RO UNIT

LAL

LT

LAH

LAH

ENGAGE, WITHIN 8
INCHES OF BOTTOM

LOW LEVEL ALARM,4"
INCHES OF BOTTOM

DISENGAGE, WITHIN 

10" INCHES OF TOP

HIGH LEVEL ALARM #1,
WITHIN 6" INCHES OF TOP

LAH
HIGH LEVEL ALARM #2,
WITHIN 3" INCHES OF TOP
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REVERSE OSMOSIS PACKAGE DETAIL
NTS

PIPE TO DRAIN

2" OVERFLOW

TWO 0.5" GAGE 

WITH ISOLATION

BALL VALVES

GLASS TAPPINGS

DUPLEX

FILTER

DUPLEX 

FILTER 

#1 #2

DUPLEX

4 HOUR MIN. STORAGE

RO BUFFER TANK
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