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12" MIN.
[300mm]
6”7 MIN.
[150mm]

NOTES:
1.UNIT MOUNTED THERMOSTAT SHALL MAINTAIN SPACE TEMPERATURE
BY CYCLING THE FAN. THE CONTROL VALVE SHALL BE INTERLOCK WITH THE FAN.
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