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SCALE : 

CAD DETAIL NO.: DATE ISSUED: 

DETAIL TITLE / CONVECTOR-STEAM PIPING CONNECTION

SD238200-08.DWGDECEMBER 2008

NONE

DESIGNER'S NOTE:

USE THIS DETAIL WHEN THE CONVECTOR (OR STEAM RADIATOR) IS USED IN
CONJUNCTION WITH AN AIR TERMINAL UNIT TO SERVE AN OCCUPY SPACE, REPLACE
RADIATOR VALVE WITH A STEAM CONTROL VALVE AND CONTROL SPACE WITH COMMON

THERMOSTAT.
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