
#
NTS

FAN COIL UNIT - HORIZONTAL CONCEALED

NOTES:

1.

2.

3.

4.

SIX INCH [150mm] PLENUM AS SHOWN SHALL BE SUPPLIED BY MANUFACTURER OF

FAN COIL UNIT.

SEE DETAIL FOR SUPPLY & RETURN PIPING CONNECTIONS.

PROVIDE ACCESS FOR FILTER REMOVAL.

SEE FAN COIL UNIT SCHEDULE FOR PIPE SIZES.

SUPPLY & RETURN GRILLES SHALL BE SIZED TO SUIT CONNECTIONS ON FAN COIL UNIT.

DUCTWORK SHALL SUIT GRILLES AND FAN COIL UNIT FURNISHED.
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