FIXTURE WHIP FROM JUNCTION BOX
(1829mm (6") LONG MAX)
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1. INSTALL IN ACCORDANCE WITH MANUFACTURER’S MOUNTING

INSTRUCTIONS AND USING THE RECOMMENDED MOUNTING HARDWARE.

GENERAL NOTE:

@ EXIT SIGN MOUNTING - GYPBOARD CEILING
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