
#
BOLLARD BASE DETAIL
NTS

VANDAL RESISTANT LIGHT

BOLLARD PER LIGHT FIXTURE

SCHEDULE.

PVC CONDUIT ADAPTER

COUPLING

PVC CONDUIT

RIGID STEEL CONDUIT

FINISHED GRADE

GALVANIZED ANCHOR BOLTS &

HEX NUTS.  PROVIDE LEVELING

SHIMS OR HEX NUTS.
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UNDISTURBED SOIL

OR SELECT BACKFILL

COMPACTED, SEE
NOTE BELOW.

CONCRETE BASE &

REINFORCING STEEL,
SEE NOTE BELOW.

NOTE:

BACKFILL, CONCRETE, REINFORCING STEEL, AND ANCHOR BOLTS ARE SHOWN
FOR REFERENCE ONLY. STRUCTURAL DESIGN IS SHOWN ON STRUCTURAL

DRAWINGS.

SCALE : 

CAD DETAIL NO.: DATE ISSUED: 

DETAIL TITLE / BOLLARD BASE DETAIL

SD265600-05.DWGDECEMBER 2008
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