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HVAC REQUIREMENTS IN PULMONARY MEDICINE

(Refer to VA Design Guide, Pulmonary Medicine, for graphic and other information)

1. Indoor Design Temperatures, Noise Levels, Room Pressures, Air Changes Per Hour, Outside Air. and Exhaust Requirements:

See VA Design Guide for Viewing/Library/AV Studies, Ventilatory Test Room/Spirometry, Blood Gas Analysis Room, Exercise Room, Special Procedures/Bronchoscopy Room, Sleep Study Suite, Sleep Study/Diagnostic Room, Equipment Room, and Scope Cleaning/Clean Storage.

2. TB Criteria

See HVAC Design Manual for Hospital Projects 3.22.

Contact Facilities Quality Service at til@va.gov or Consulting Support Service at css@va.gov for additional information.
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