Summary of Modifications/Changes in this Update

This Summary of Changes is for information only. It is not a part of the referenced document, and should not be used for project documentation.

U.S. Department of Veterans Affairs ♦ Office of Construction & Facilities Management

DATE OF THIS VERSION (new)
November 1, 2016

TITLE OF DOCUMENT (new title if applicable):
Convectors, 23 82 33

DATE OF VERSION BEING SUPERSEDED (old):
May 1, 2010

DESCRIPTION OF DOCUMENT (previous title, number, other identifying data):
Convectors, 23 82 33

SUMMARY OF CHANGES IN THIS VERSION:

1. 1.2 – Added specification sections to related work
2. 1.3 – Altered Quality Assurance.
3. 1.5 – Verified and/or corrected dates for Applicable Publications
4. Throughout Section – arranged English or IP units and Metric or SI units to be presented in the same sequence for all sections.
5. Part 2 – Added brackets throughout to denote spec editors choices.
6. 2.1.A.1 – Added NFPA testing requirements for electrical components.
7. 2.1.C – Added wall mounted back and end panel requirements.
8. 2.1.D – Added support bracket requirements
9. 2.1.E – Added finish requirements.
10. 2.1.H.2 – Added integral disconnect requirement.
11. 2.2.A.1 – Added NFPA testing requirements for electrical components.
12. 2.3.A.1 – Added NFPA testing requirements for electrical components.
13. Part 3 – Added seismic bracing.
14. Part 3 - Added Commissioning.