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GREATER THAN 50mm [2"] DIA. PIPE 50mm [2"] DIA. & SMALLER

HORIZONTAL

A
GREATER THAN 50mm [2"] DIA. PIPE 50mm [2"] DIA. & SMALLER

VERTICAL

NOTE:
PROVIDE THE APPROPRIATE WELL DEPTH TO HAVE THE NECESSARY
INSULATION STAND-OFF DISTANCE.
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