
PIPING CONNECTIONS
#

NTS

COIL

TEST PLUG (TYP.)

REDUCER, IF REQUIRED

WATER RETURN

MANUAL AIR VENT

UNION CONNECTIONS

(TYP.)

WATER SUPPLY

TERMINAL UNIT WATER COILS -

SHUT OFF VALVE

DRAIN WITH HOSE

CONNECTION

MV

MODULATION CONTROL VALVE

SCALE : 

CAD DETAIL NO.: DATE ISSUED: 

DETAIL TITLE / TERMINAL UNIT WATER COILS -

PIPING CONNECTIONS

SD232113-12.DWGDECEMBER 2008

NONE

DESIGNER'S NOTE:

1. THIS DETAIL IS APPLICABLE TO: 2-PIPE FAN COIL UNITS (CHILLED OR HOT WATER)
○  VAV/CV AIR TERMINAL UNITS ( REHEAT COIL)
○  DUCT-MOUNTED REHEAT COIL
○  CABINET UNIT HEATERS


	8.5x11

