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DESIGNER'S NOTE:

1. PROVIDE EITHER A COMMON SIDESTREAM SOLID SEPARATOR WITH PUMP OR A DEDICATED

SEPARATOR FOR EACH CONDENSER WATER SYSTEM.

2.INCREASE CONDENSER WATER PUMP CAPACITY 5%—8% FOR A DEDICATED SIDESTREAM

SEPARATOR.
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