NOTE:

TANK SHALL BE MANUFACTURED AND
FURNISHED IN ACCORDANCE WITH THE ASME
BOILER AND PRESSURE VESSEL CODE AND
AMERICAN NATIONAL STANDARD ANSI/ASME
BPV VIII-1. INSPECTION AND REGISTRATION
ARE WITH THE NATIONAL BOARD OF BOILER
AND PRESSURE VESSEL INSPECTORS
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