UNIT HEATERS (HOT WATER) - PIPING CONNECTIONS

NOTE: UNIT MOUNTED THERMOSTAT SHALL MAINTAIN SPACE TEMPERATURE BY CYCLING

TYPICAL CONNECTIONS TO HORIZONTAL HOT WATER UNIT HEATER

AUTOMATIC FLOW CONTROL VALVE

AIR VENT

TEST PLUG, TYP.

UNIT HEATER

TYPICAL CONNECTIONS TO VERTICAL HOT WATER UNIT HEATER

SHUTOFF BALL VALVE, TYP.

WYE STRAINER, TYP.