ELECTRICAL SYMBOLS - LIGHTING PLAN

LIGHT FIXTURE, SURFACE MOUNTED FLUORESCENT, 610x610mm (2’x2’); LETTER INDICATES TYPE.

LIGHT TRACK WITH HEADS AS SHOWN

LIGHT FIXTURE, STRIP/INDUSTRIAL FLUORESCENT; LETTER INDICATES TYPE.

LIGHT FIXTURE, WALL MOUNTED

LIGHTING, ONE HEAD EMERGENCY BATTERY POWER

LIGHTING, TWO HEAD EMERGENCY BATTERY POWER

LIGHTING, THREE HEAD EMERGENCY BATTERY POWER

STREET LIGHT WITH BRACKET

LIGHT POLE, ONE MAST ARM, ONE LUMINAIRE

LIGHT POLE, TWO MAST ARMS, TWO LUMINAIREs

LIGHT POLE, POST TOP MOUNT LUMINAIRE

LIGHT POLE, ONE LUMINAIRE

LIGHT POLE, TWO LUMINAIREs

LIGHTING WALL PACK – EXTERIOR BUILDING

FLOOD LIGHT – EXTERIOR BUILDING

EXIT SIGN, WALL MOUNTED WITH DIRECTIONAL ARROWS AND FACES AS SHOWN

EXIT SIGN, CEILING MOUNTED WITH DIRECTIONAL ARROWS AND FACES AS SHOWN

LIGHT FIXTURE, BOLLARD

LIGHT FIXTURE, DIRECTIONAL

Department of Veterans Affairs

DETAIL TITLE / ELECTRICAL SYMBOLS – LIGHTING PLAN

SCALE : NONE

DATE ISSUED: APRIL 2014    CAD DETAIL NO.: SD260511-16.DWG